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4 X 3 CONCENTRIC REDUCER
SCH 18, WELD ENDS, 384L SST

TANK VENT
SECTION @TYP 3 PLCS
SCALE: _1:1@___

TO MATCH EXISTING
RELIEF VALVE SETUP

% DIA., 4

MACH. A SPIR
SERRATED, GAGKE T SURFACE
FINISH WITH A V" RAD. ROONI

S50, T00L AT'8 FEED RATE
OF %' BETWEEN 24eL.0. & 3%0.0.

EN

3" NOM. 150* CLASS FLANGE
WELD NECK, RAISED FACE, 394L SST
ANS] BORE FOR SCH 10 PIPE

HOLES EO.
ON A 4% DIA. B.C.

- SCALE:

i

2' NOM. DIA. 150*
BLIND PIPE FLANGE

DETAIL @

SCALE: _2i5____
MAT'L: _304L_SST.
(5) REQUIRED

6" NOM. 150% CLASS FLANG!
WELD NECK, RAISED FACE. 3m4L sST
ANSI BORE FOR SCH 10 PIP!

EXISTING RELIEF VALVE
FROM WEST TEST AREA
LOX STORAGE BATTERY
TO BE PROVIDED BY TBE(AB35)

EXISTING 6" NOM. VENT LINE

6'NOM. 99 DEG, L.R. ELBOW,
SCH 10, 304L SST

2" NOM. 150° CLASS FLANGE
WELD NECK, RAISED FACE, 304L SST
ANSI BORE FOR SCH 12 PIPE

EXISTING RELIEF VALVE SETUP

[t EXISTING 6'NOM. VENT LINE
TO POND

SEE DETAIL A
TYP 10 PLCS

4 X 2 CONCENTRIC REDUCER
SCH 10, NELD ENDS, 304L SST

24
FIELD FIT

SEE DETAIL A
TYP 3 PLCS

6' NOM. 98 DEG, L.R. ELBOW,
SCH 18, 304L SST

6'NOM_SCH 10
PIPE, 304L SST \

RE|
FIELD FIT
TYP (3)PLCS.

3" SCHED. 10 PIPE SEE DETALL A.

3@4L ST \
\ FIELD FIT

6 - 7%+ I
FOR F]ELD FIT
=7 7%

SEE DETAIL A
SEE DETAIL A
3°PLCS

- 3" NOM. 150* RF WELDNECK FLANGE
SCHED. 18_BORE

DETAIL @

SCALE: L@
MAT'L: 304L_! SSI
1) REQUIRED

RELOCATED EXISTING VALVE VG-1010:

7 - 10 #
'
'
|
|
|

TYP (3) PLCS.

_ G

SPCD,
EXISTING 6' NOM. VENT LINE

EXISTING 6'NOM. VENT LINE
TO POND

6'NOM. TEE, SCH 10
FIELD CUT INTO EXISTING o4l SST
6" VENT LINT

SECTION @

-t __

3" SCHED. 10 PIPE
304L SST

FIELD FIT

SEE DETAIL A 3'NOM. 150* RF WELDNECK FLANGE
SCHED.

e
- SEE DETAIL A TYP (2)PLCS.

RELOCATED EXISTING VALVE VG-1009

DETAIL @

SCALE: 1:10,
MATL: 304L_: SSI _—
(1) REQUIRED
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